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DIMENSION - INCHES 
MANUFACTURER 

A B C D E 
CATALOG NO. 

NEW BASIS 76 74 64 62 36              7476/36 

ELECTRIMOLD 76 74 64 62 36 EFBS-747636-6264-402 

NOTES:

1. Acceptable fiberglass box pads are listed above.  Other equal units may be 

used if prior approval is obtained from the Standards Engineer. 

2. See UGS-660 for installation details.  

3. Termination compartments of the switchgear are to be installed to the front 

or rear of the box pad. 
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